The effectiveness of an underground smoke control system mainly depends on fire safety engineering that is provided, and which is generally established using smoke spread field and temperature distribution predictions. In the present study, smoke spread and temperature predictions are carried out for a typical two level underground station, under conventional smoke control regulation. The aim is to examine the effectiveness of the conventional regulation and, to look for better smoke control strategies which ensure safe evacuation operations. To this end, an in-depth investigation is carried out on selected ventilation strategies. The calculations are made using FDS code. Results highlight the ineffectiveness of the conventional regulation for some zones of the station and showed irrefutable positive impact of blowing with a moderate flow rate, and the implementation in the vicinity of the stairways of smoke barriers, when smoke control strategy through tunnels is performed.
INTRODUCTION
In order to solve the problem of urban transport in large cities, Algeria has achieved in recent years substantial underground transport infrastructure such as Algiers Metro. The major risk associated with these facilities is fire and the containment of smoke produced.The various fires which occurred in underground facilities over the world have caused severe damages and killed hundreds of people [1, 2] . It is often reported that for semi-confined fires, as for underground stations, the majority of victims are suffocated by toxic and hot fumes.
Intuitively, ventilation is the first practice which is applied to secure the space and users.
However, this must be performed under appropriate conditions; otherwise, it may not be effective.
Underground ventilation system design can be developed from the predictions of smoke spread field, temperature distribution and air-smoke mixtures velocity [3] . These parameters are relevant factors in establishing fire security strategies that are able to avert large number of victims.
In last decades, a number of numerical and experimental studies on various aspects of smoke ventilation were carried out in reduced and full scale underground facilities [4, 5, 6, 7, and 8] .
Tsukahara et al. [9] reported that the major problem in smoke control system design is that smoke flow and evacuation routes directions coincide. They evaluated evacuation routes for large-scale subway fire, to design pathways without smoke interference. Their conclusion is that, downward evacuation can be more effective than the upward one. However, the feasibility of such proposal on the existing subway stations is questionable. It should be noted that new arrangements, aiming at ensuring safe pathways, are often difficult to implement in existing underground stations.
Following conclusions and suggestions from the literature, safety regulation in establishments receiving public (ERP) such as underground stations was developed [10] . Applied rules in case of fire are intended to either quickly evacuate the public outside or to ensure the safekeeping of users. Smoke control should have as targets the extraction of part of the smoke and gases to: (a) make practicable pathways for public evacuation and emergency services, (b) limit fire and smoke spread by removing heat and unburned gas outwards. The multi-level B. Benkoussas et al. J. Fundam. Appl. Sci. 2016, 8(2) , 401-425 403 underground stations are almost closed to ambient surroundings, so that smoke extraction must be exclusively mechanical and carried out by zones defined on case by case basis. For each zone the minimum rate of air renewal must be 15 volumes per hour. The volume of air must be enough for eliminating any smoke and avoiding an explosive atmosphere [11] . In addition, each zone should be equipped with a set of independent high flow rate fans (HFR)F for extraction of smoke and blowing of air. In the event of a disaster, burned levels are put in depression and others in overpressure.
In the same context, this work aims firstly, at investigating the effectiveness of conventional regulation applied to Establishments Receiving Public (ERP), by simulating a fire scenario in a two level subway station, followed secondly by an in-depth assessment of smoke control ventilation modes.
NUMERICAL APPROACH
Experiments on real scale fire in underground stations are very costly and difficult to carry out.
Therefore, few experimental results are presented in the literature. The vast majority of the work was performed numerically. One of the most frequently used codes is Fire dynamics Simulator (FDS) [12, 13] . It is a computational fluid dynamics model of fire-driven fluid flow.
It solves numerically a form of the Navier-Stokes equations appropriate to low-speed, thermally-driven flow, with an emphasis on smoke and heat transport from fires. It uses a mixture fraction combustion model which assumes that combustion is mixing-controlled, and that the reaction of fuel and oxygen is infinitely fast. Turbulence is treated using Large Eddy Simulation model. SmokeView is a visualization program that is used to display the FDS simulation results. The results from the literature have shown that FDS with its existing features can deliver accurate predictions for most important parameters that are of significance in the fire safety context, [14, 15, 16, 17, and 18] .
PHYSICAL MODEL

Geometry
The typical subway station under investigation is shown in (Fig. 1) . It has two levels, the 
Assumptions and general considerations
In this study, we focus on the transport of hot smoke gases generated by a fire which occurs in one of the four train carriages. For the design of a ventilation system, for which the worst case situation will be that of the fully developed fire, steady simulations were performed using a CFD numerical simulations require hours or even days to run on the latest personal computers.
One of the most significant factors influencing the computation time is the size of the computational grid specified. FDS simulations for selected grid sizes were performed in preliminary work to highlight the effect of grid size on the estimate of the temperature. In the vicinity and the centerline of the fire, temperature is higher when the grid sizes are fine. To validate the adopted grid size relative to the fire area, the plume centerline temperature is determined using the well established Heskestad's empirical correlation and compared to FDS predicted temperature [12, 13] . As we focus on the temperature distribution along the platform and in the mezzanine, and due to a large number of scenarios which can be scheduled, we (Fig. 2) . Such a selection is based upon the natural paths that evacuees take when they ascend the stairways and head towards the exit. These measurements points are relevant with regards to safety.
Fig.2. Location of measurement points throughout the levels of the station
RESULTS AND DISCUSSION
Test result for conventional ventilation regulation
To test the effectiveness of the requirements of existing regulation, blowing into the mezzanine through the vents placed in the ceiling is implemented. The selected rate of 14 m 3 /s blowing air into the mezzanine, through the two vents results in a total blowing of 50,400 m 3 per hour. This is slightly higher than that prescribed by the existing regulation which is 15 volumes per hour. The fire is supposed to take place in the third carriage.
Extraction through each vent of the platforms level is maintained constant at 50 m 3 /s. The boundary condition OPEN is imposed on tunnels and exit door (Fig. 3 ).
Fig.3. Boundary conditions (effectiveness of conventional regulation)
Results of smoke spread for selected simulation times are illustrated in (Fig. 4) . They clearly show that blowing in the upper level (mezzanine) with an extraction in the lower level cannot prevent the rise of smoke. Indeed, the mezzanine is quickly invaded by toxic and opaque smoke and temperatures reached unsustainable levels (around 100 °C) as shown in (Fig. 5a ). 
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platforms vents are not acting on the smoke produced but on tunnels induced air.
Consequently smoke finds its way to the upper level through stairways. The pressure generated by the fans within the mezzanine vents, at the ceiling opposite the stairways, acts downwards on the ascending smoke. The buoyancy force and the pressure of the jet fans spread the smoke on either side of the mezzanine and towards the exit of the station.
The results presented in (Figs. 4, 5a , and 5b) demonstrate that the strategy applied does not have the effectiveness expected. Hence, the need to look for optimal ventilation strategies that would ensure the safety becomes crucial. Three distinct ventilation strategies are proposed and examined: (a) strategy with blowing through tunnels, (b) strategy with extraction through tunnels, (c) strategy with blowing through one tunnel while extracting through the other tunnel. Note that, selected flow rates are specified on tunnels, depending on the ventilation strategy considered. Extraction is maintained constant at 50 m 3 /s flow rate per vent at the platforms level, and the boundary condition OPEN is imposed on exit door. In the following sections, analysis of relevant trends related to strategies investigated are illustrated and discussed.
Strategy one: blowing through tunnels
In this configuration, equal airflow rate through tunnels is performed mechanically. From Table 1 , we remark that platform security level is enhanced by blowing flow rate increase through tunnels; the opposite occurs for the mezzanine. Indeed, the average temperature increases in the mezzanine and decreases in the platform. The number of measurement points that exceeds 40°C varies in the same trend, with 0% in the mezzanine for 17 m 3 /s flow rate and 100% for 68 m 3 /s flow rate. At the platforms, an opposite tendency is observed: around 4% of measurement points exceed 40°C for high blowing rate, whereas, more than 88% of temperature measurements are over 40°C for low flow rate.
Temperature fields shown in (Figures 8(a, b) ) at the horizontal cross-section 1.5 m height above the ground in both levels illustrate the effect of blowing flow rate increase. It can be seen that areas where temperature is high in the mezzanine, are in the vicinity of the stairways (Fig. 8a) . At platforms level, maximum temperature is near the carriage on fire (Fig. 8b) . Note that temperature fields in the mezzanine and within platforms levels are truncated to areas where temperature exceeds 40 °C. It can be concluded that non-colored areas are secure areas. are drawn based on records of thirteen measurement points, for various tunnels blowing flow rates (Fig. 9a) . They show that the central part, between the stairways, is the part that is exposed to the highest temperatures as discussed above. We also remark that the zone of maximum temperature shifts to the left with increasing blowing flow rate, due to unequal gas rates that are set in motion through both stairways (Fig. 9b) . Although temperature levels in the mezzanine are acceptable for low flow rates, pathways leading to it are unfortunately blocked by toxic smoke at high temperature (Fig. 10) ; this makes more difficult the evacuation of passengers. It was found that increasing the rate of extraction contributes significantly to the reduction of temperature in the mezzanine. Indeed, without extraction through the vents at the ceiling, smoke and hot air ascending by the stairways would be trapped and would accumulate;
consequently inducing a temperature increase. To ensure a secure area, at a height of 1.5 m above the ground in the mezzanine, the minimum extraction rate through the vents depends on flow blowing through tunnels. In the first case one finds that, beyond the rate of 20 m 3 /s, the temperature distribution is no longer affected by the extraction through the mezzanine (Fig. 11a) . This flow rate limit constitutes the minimum required extraction flow. However, in the second case, for flows over 50 m 3 /s, temperature distribution is sensitive to the extraction through the mezzanine (Fig. 11b ).
In conclusion, it can be noted that blowing through both tunnels allows maintaining a well-stratified smoke layer at the platforms, which is generally a desired result. The stairways are natural evacuation pathways. These latter, which were originally also our concern, were B. Benkoussas et al.
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found at higher temperature levels when blowing flow rate is increased; Hence, It would be difficult to keep an acceptable level of safety for both mezzanine and platforms.
Strategy two: extraction of air smoke mixture through tunnels
In this configuration, extraction is carried out through both tunnels. (Fig.12 ) that smoke, which naturally tends to stratify under the ceiling, is quickly disrupted after 20 seconds. It is affected by the air stream which descends to the platforms through the stairways. We also remark that smoke near the tunnels, is more diluted for higher tunnels flow rate extraction. This is due to mixing with sucked fresh air through stairways. Table 2 illustrates platforms average temperature 1.5 m height above the ground, maximum temperature, and the percentage of points registering temperatures over It can be remarked from Table 2 that the increase of tunnels extraction rate results in a decrease in the average platform temperature. It is worth noting that this latter remains higher than 40 °C. Temperature profiles along platform, where the train is parked are drawn for selected tunnels extraction rates in (Fig. 13) . It shows that the central zone, located between stairways, is the critical one. It is exposed to high smoke temperature. The zones on either side of the stairways constitute safer zones. Fig.13 . Temperature profiles along platform as a function of selected extraction rates Figure 13 also depicts that temperature profiles overlap on either side of the stairways. We remark an increase of the maximum temperature with increasing extraction flow rate in the vicinity of stairways. This is due to an excess call of fresh air which prevents smoke extraction from the central zone.
• Effect of extraction through the mezzanine vents Table 3 . It can be noted that the effect of the extraction flow rate is negligible, and unfortunately against what is desired, the conditions at the platforms slightly deteriorate.
Consequently, it is recommended stopping extraction from the mezzanine in case one opts for the strategy of smoke extraction through tunnels. Nevertheless, extraction in the mezzanine can be performed when the fire source is located in the mezzanine. (Fig. 14) , for these cases show that smoke does not ascend B. Benkoussas et al.
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to the mezzanine. Air temperature in the mezzanine remains at its initial ambient value. It can also be noted that best results for smoke removal are obtained for high ventilation rate through the farthest tunnel, and high extracting rate through the nearest tunnel of the carriage on fire.
However, for low ventilation rate, smoke is well stratified when the ventilation is performed from right to left. (Fig. 15b) . The temperature at the right zone has reached 80°C, which agrees well with the smoky zone (Fig. 15 ). Note that with this ventilation strategy, we created a secure area on a large part of the platform.
For anti-symmetric ventilation from right to left, platform central part smoke temperature is at unbearable levels (Figs. 15a, b ). For 34 m 3 /s tunnels rate, the maximum temperature recorded is about 80 °C; while for 136 m 3 /s, the maximum is around 138 °C. Nevertheless, the right platform zone is a clear smoke area with a quite low temperature, around 20 °C (Fig. 15) . 
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Smoke is sucked out of the zone between the stairs, and therefore the evacuation can be safer. Figure 16 and Table 4 , it is worth noting that strategy (2) can be considered, when secure zones on either side are aimed; although the platform temperature between stairways exceeds 100 °C. For strategy (1), the temperature on either side of the stairways at the lower B. Benkoussas et al. J. Fundam. Appl. Sci. 2016, 8(2), 401-425 420 level of the station is rather low, but at the central area and in the vicinity of left stairways, it is quite high. We note that, blowing through tunnels has the advantage of keeping smoke stratified at the platform level, which is a relevant result. Thus, installing smoke curtains at the upper part of the stairs can be considered. Strategy (3) remains the best smoke evacuation strategy. Indeed, we note that with such ventilation strategy, temperature in the mezzanine is at ambient temperature; stairways are not being blocked by smoke and gases at high temperature, and the hot zone is located on the right side platforms level of the station (Fig.   16 ). However this strategy has a major disadvantage. It could endanger passengers blocked in the right tunnel.
Comparison between selected strategies
Test with vertical smoke curtains
It was shown previously that, tunnels blowing strategy (1) has the advantage of promoting smoke stratification beneath the ceiling. Tunnels extraction strategy (2) and anti-symmetric ventilation strategy (3) result in situations with moderate temperature, but platforms volume is filled with quite dense smoke. The position at the ceiling of the communication routes, between both levels conducts to their quick blockage by hot and toxic smoke.
The arrangement which consists of installing smoke barriers to prevent stairways to be invaded by stratified and confined smoke is implemented. A 1.25 m height smoke curtains, placed under the ceiling separating both levels are used (Fig. 17) .
Fig.17. Station equipped with smoke curtains
Results depicted in (Fig. 18) show the effect of these curtains on the smoke spread in the station. We remark that, in the presence of curtains, smoke is prevented from rising to the mezzanine at moderate tunnels blowing rate of 34 m 3 /s. It is worth noting that smoke opacity is also much lower for high tunnels blowing rate of 68m 3 /s. Results in Table 5 show for both experienced cases, that average and maximum mezzanine temperature have decreased. It can be noted that, for low tunnels blowing rate, average platforms temperature has also decreased, while maximum temperature increases. This is due to the fact that, smoke curtains prevented fumes going up, and consequently accumulate; thus resulting in temperature increase. For high tunnels blowing rate, increase in average and maximum temperatures is recorded. Results in Table 5 indicates also that temperature at the stairways center has decreased considerably when smoke curtains were introduced for both selected tunnel blowing flow rates. (Fig. 19) . Results with smoke curtains are presented. It can be observed that temperature is significantly lowered when curtains are introduced for low tunnel blowing flow rate.
Moreover, case with high tunnel blowing flow rate and smoke curtains, illustrates more available time for the evacuation operation. The mezzanine average temperature remains below 40°C for more than 300 s (5 mn). Indeed, we note that the time required to reach 30 ° C in the presence of curtains is doubled compared to that without curtains. To reach the reference temperature of 40°C, this time can be multiplied by a factor of 6. 
CONCLUDING REMARKS
The aim of this study was to put forward a two level underground station smoke control.
Numerical simulation was employed to evaluate the effectiveness of conventional smoke removal regulation and assess selected smoke control strategies. The relevant parameters used for analysis are smoke propagation fields and smoke temperature distributions.
Selected smoke removal strategies have been examined. They consisted mainly of tunnels blowing, tunnels extraction, and tunnels anti-symmetric ventilation. Each of these strategies showed advantages and drawbacks. The discussion of the results led to the following relevant conclusions:
• The study has highlighted the deficiency of conventional smoke control regulation, applied for multi-level underground station, since both the mezzanine and the platforms cannot be considered secured areas.
• Blowing through tunnels promotes containment and stratification of the smoke layer under the ceiling of the platforms, but users intuitive escape ways (stairs) are blocked, unless smoke curtains are implemented.
• Extraction through tunnels has the advantage of preventing the rise of smoke and heat to the upper level. At the level of platforms, extractions through tunnels and vents induce strong air current down the stairs which affect the natural smoke stratification.
• The anti-symmetric ventilation, i.e. blowing through one tunnel while extracting through the other, is appropriate in cases where the fire is in the vicinity of one of the tunnels. In such cases, smoke is discharged via the nearest tunnel to the fire; consequently the station is secured on the other side. However this strategy has a major disadvantage. It could endanger passengers blocked in the tunnel.
• Finally, this work highlighted the irrefutable impact of the curtains on the smoke spread, the protection of the mezzanine and the station in general.
• These smoke curtains maintain the smoke outside the space they delimit under the ceiling, which allows the protection of the communication pathways between both levels; thus delaying if not preventing the smoke rising to the mezzanine.
